
Inspection Report

Report Date 2008/10/08

Company Alcocks Electrical Customer Sample

Address PO Box 20072 Durban North 
4016

Site Address Durban

Thermographer Alan tel 031 569 2996 or 082 
560 1586

Contact Person Chris

Image and Object Parameters Text Comments

 FLIR Z-CameraCamera Model  

 2008:09:30 10:56:52Image Date  

 Blue phase right side.jpgImage Name  

 0.90Emissivity  

 30.0 °CReflected Temperature  

 1.5 mObject Distance  

 

Image shows hot spots which will be discussed individually in detail

Description

1  (1)


